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FCU-E

UNIT

NO.

1.  TRANE MODEL FCEB IS BASIS OF DESIGN, WITH BOTTOM STAMPED LOUVER, FRONT DUCT COLLAR, FREE DISCHARGE MOTOR, AND FOUR-PIPE CONNECTIONS, UNLESS OTHERWISE NOTED.

2.  UNITS TO BE EQUIPPED WITH PIPING PACKAGE (CONTRACTOR TO COORDINATE LEFT OR RIGHT HAND), AUTOMATIC AIR VENT, AND DISCONNECT SWITCH.

3.  PROVIDE DUCT COLLAR FOR CONNECTION OF DUCTED RETURN AIR FOR FAN COILS SERVING ROOMS INDICATED ON FLOOR PLANS.

5.  PROVIDE PATIENT ROOM UNITS WITH A FACTORY INSTALLED TAMPER PROOF SPACE TEMPERATURE SENSOR IN THE UNIT'S RETURN SECTION.

6.  PROVIDE AN AUTOMATIC CONDENSATE REMOVAL PUMP FOR EACH FAN COIL UNIT. BASIS OF DESIGN: LITTLE GIANT MODEL VCMA-20ULS, 115V, 1/30 HP.

7. PROVIDE UNIT WITH ADJUSTABLE 3- SPEED (HI-MED-LOW) FAN  SETTING.

8. PROVIDE UNIT WITH CONDENSATE OVERFLOW DETECTION.

9.  PROVIDE PATIENT ROOM UNITS WITH LIGATURE RESISTANT BOTTOM RETURN LOUVER AND TAMPER PROOF FASTENERS.
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ROOM AIR BALANCE SCHEDULE
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ROOM AIR BALANCE SCHEDULE
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1. (+) POSITIVE, (O) NEUTRAL, (-) NEGATIVE, (--) DOUBLE NEGATIVE

2. FOR ROOMS IN THE 3RD FLOOR NORTH (3 NORTH) ZONE, SUPPLY AIR FLOWS INCLUDE 54% OUTSIDE AIR.
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NO COILS

NOTES:

1. BASIS OF DESIGN IS TITUS DESV AND IS NOT INTENDED TO LIMIT SELECTION. PROVIDE EQUIPMENT OF EQUAL PERFORMANCE, CAPACITY, AND QUALITY.

2. SEE DETAIL ON MH501 FOR INSTALLATION.

3. UNIT SHALL BE PROVIDED WITH FLOW MEASUREMENT TAPS ON AIR VELOCITY SENSOR.

4. SEE THREE-WAY CONTROL DETAIL FOR COIL PIPING CONNECTIONS.
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1. THE EXISTING AIR HANDLER SCHEDULE IS PROVIDED FOR REFERENCE TO BE USED DURING SYSTEM TESTING, ADJUSTING, AND BALANCING.

2. SYSTEM AIR FLOW RATES, FOR AIR HANDLING UNITS SERVING MULTIPLE FLOORS, WERE CALCULATED USING VALUES PROVIDED IN EXISTING DRAWINGS AND TAB REPORTS.

3. CONTRACTOR SHALL TEST AND VERIFY IF EXISTING DUCT SMOKE DETECTORS IN MECHANICAL ROOMS ARE WORKING. REPAIR OR REPLACE ANY DETECTOR THAT IS NOT WORKING.

4. CONTRACTOR SHALL TEST AND VERIFY EXISTING AHU DAMPERS, VALVES OR SENSORS IN MECHANICAL ROOMS ARE WORKING. CONTRACTOR SHALL REPAIR OR REPLACE ANY CONTROL DEVICE THAT IS NOT WORKING.

5. PROVIDE EXISTING AHU'S WITH NEW REPLACEMENT AIR FILTERS AT COMPLETION OF PROJECT.

6. CLEAN AND FLUSH OUT CHILLED WATER AND HOT WATER COILS AND PIPING STRAINERS.

7. UNIT SERVES MULTIPLE FLOORS AND MUST REMAIN IN OPERATION. COORDINATE ANY HVAC SERVICE INTERRUPTION WITH CONTRACTING OFFICER.
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FCU-A

RETURN

FIXED ANGLED VANES

RETURN GRILLE

22"x22" SQUARE NECK PLUS 7/8" FRAME. 0° ANGLED 

EXHAUST

FIXED ANGLED VANES

EXHAUST REGISTER

NO.

MODEL

DESV-4

DESV-6

DESV-6

DESV-6

DESV-4

DESV-6

DESV-6

DESV-6

DESV-8

DESV-8

DESV-6

DESV-8

DESV-4

DESV-6

DESV-4

DESV-6

DESV-6

12,000

15,000

0.24 1.0 TWO ROW

0.24 1.0 TWO ROW

SECURE CORRIDORDESV-4 140 11,4004"Ø 0.33 1.0 TWO ROW40 140

TITUS

AND T-BAR. BASIS OF DESIGN: TITUS TMSA.

24"x24" SQUARE LOUVERED ALUMINUM CONSTRUCTION.

10"x10" SQUARE NECK PLUS 2" ALUMINUM FRAME AND 

PERFORATED  FACEPLATE WITH 3/16" HOLES. PROVIDE FLUSH

18"x18" SQUARE NECK PLUS 2"  AND PERFORATED  FACEPLATE

 WITH 3/16" HOLES. ALUMINUM CONSTRUCTION. PROVIDE FLUSH 

MOUNTED FACE PLATE AND FRAME FOR GYP CEILINGS.

BASIS OF DESIGN IS TITUS MODEL SG-PRA. 

MAXIMUM SECURITY

ROUND PERFORATED

RETURN REGISTER

SUICIDE DETERRENT

MAXIMUM SECURITY

ROUND PERFORATED

EXHAUST REGISTER

SUICIDE DETERRENT

MAXIMUM SECURITY

18"x18" SQUARE NECK SIZE PLUS 2" FRAME AND 

PERFORATED  FACEPLATE WITH 3/16" HOLES. PROVIDE FLUSH 

MOUNTED FACE PLATE AND FRAME FOR GYP CEILINGS.

ALUMINUM CONSTRUCTION.

VANES WITH 3/4" SPACING.SUITABLE FOR INSTALLATION IN 

LAY-IN AND HARD GYPSUM BOARD CEILINGS. PROVIDE 

MOUNTED FACE PLATE AND FRAME FOR GYP CEILINGS.

PROVIDE GRILLE WITH OPPOSED BLADE DAMPER.

10"x10" SQUARE NECK PLUS 7/8" FRAME. 0° ANGLED 

SUITABLE FOR INSTALLATION IN LAY-IN AND HARD 

GYPSUM BOARD CEILINGS. PROVIDE NECESSARY FRAME 

AND T-BAR. PROVIDE GRILLE WITH OPPOSED BLADE DAMPER.

NECESSARY FRAME AND T-BAR. ALUMINUM CONSTRUCTION.

BASIS OF DESIGN IS TITUS MODEL SG-PRA. 

PROVIDE GRILLE WITH OPPOSED BLADE DAMPER.

PROVIDE GRILLE WITH OPPOSED BLADE DAMPER.

BASIS OF DESIGN: TITUS 355ZFL.

BASIS OF DESIGN: TITUS 355ZFL.

VANES WITH 1/2" SPACING. ALUMINUM CONSTRUCTION.

BASIS OF DESIGN IS TITUS MODEL SG-PRA. 

ALUMINUM CONSTRUCTION.

REGISTER

MH601
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